one foot

three inches

one foot

one and one half inches

KEY NOTES

@ (E) AH-2 TO REMAIN, REMOVE INDIVIDUAL SUPPLY FAN
MOTOR, RETURN FAN MOTOR WITH ALL ASSOCIATED BELTS
AND SHEAVES. ALL PNEUMATIC CONTROLS SHALL ALSO BE
REMOVED.

(E) AH-3 TO REMAIN, REMOVE INDIVIDUAL SUPPLY FAN
MOTOR, RETURN FAN MOTOR WITH ALL ASSOCIATED BELTS
AND SHEAVES. ALL PNEUMATIC CONTROLS SHALL ALSO BE
REMOVED.

(E) AH-4 TO REMAIN, REMOVE INDIVIDUAL SUPPLY FAN
MOTOR, RETURN FAN MOTOR WITH ALL ASSOCIATED BELTS
AND SHEAVES. ALL PNEUMATIC CONTROLS SHALL ALSO BE
REMOVED.

(E) AH TO REMAIN.

OO © O

(E) FUME HOOD UTILITY TYPE EXHAUST FAN ON ROOF TO
REMAIN. REMOVE (2) 12 GAUGE GUIDE WIRES TO STRUCTURE
TO SUPPORT 1'-2" HIGH DUCT OUTLET STACK.

(&) (E) ROCFTOP EXHAUST FAN TO REMAIN.
B T AT E T A . S I\ AR i A R
(1) CLEAN ALL (E) DUCTWORK TO REMAIN PER SPEC.

SECT. 23 3| ©@. SEE DEDUCT ALTERNATE #2 NOTES ON
! SHEET MHe22.

LANANANANANANANANANANANANANANAT
(&) (E) TRANSFORMER ON ROOF TO REMAIN.

STAIR #2
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one foot

one inch

one foot

three quarters inch

one foot

one half inch

one foot

three eighths inch

one foot

one quarter inch

one foot

one eighth inch
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